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Installation Guide

District Energy VI.52.D4.00 DEN-SMT/SI

VMV

 max. t: 120 °C

 max. p: 16 bar

 max. ptest: 25 bar

Type
Max. ∆p

bar

VMV 15 0,6

VMV 20 0,5

VMV 25 0,3

VMV 32 0,2

VMV 40 0,2

NC (normally closed)

RAVK (only VMV DN 15, 20)

ABV-NC

NC (normally closed)

RAVK (only VMV DN 15, 20)

ABV-NC

NO (normally open)

ABV-NO

NO (normally open)

ABV-NO
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